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ABSTRACT 
In the context of the incessant development of sustainable energy and ICT (Information and 
Communications technology) in power systems, power system becomes more and more 
intelligent, efficient and economic. However, using electrical infrastructure carrying information 
communication causes complexities in modeling and simulating. To overcome the problem of 
modeling, a new approach based on scale invariance theory, scale invariance, is presented in 
many papers and in various fields. Scale invariance method shows a strong link between a 
network topology and its performances through a coefficient exponent. In this paper we propose 
to use this method for modeling power line communication by considering only the input 
impedance of system. This approach will be tested for not only a general case study but also for 
an opened circuit without attenuation and bruit. The result is compared with the classical 
method. 
Keywords: frequency modelling, power line communication; fractal, scale inariance; power 
networks, power law. 
 1. INTRODUCTION  
Since the 90s, the notion of complex system is formed and replaced for classical simple 
system. The complex network notion covers various domains from science to society such as the 
Internet [1], the social networks [2], or the biological network [3] and so on. Electrical network is 
no longer an exceptional case, with an integration of renewable energy and advanced technology, 
electrical network becomes more and more complex, intelligent, high efficient  and known as a 
Smart Grid. 
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For getting a simple mathematic description of these complex systems, there are two 
principle approaches based on their topologies. The network topology includes nodes and edges, 
in which nodes present for routers; each people, or nodes …while edges present for relationships 
between these nodes. The first approach is the graph theory [4], and another approach is based on 
scale invariance theory [5, 6]. 
For graph theory, Paul Erdös and Alfréd Rényi [7] mentioned firstly about the probabilistic 
methods of random networks, then this theory is developed by the concept of network "small 
world" [8], or "scale-free" [9]. The graph theory is used in very diverse fields such as biology 
[10], social sciences [11], computer networks [12] or interconnection banks [13] and especially in 
electrical power grid [14]. 
For the second approach based on scale invariance, this notion came from mathematic Fractal 
and has been introduced to analyze critical phenomena by characteristic scale [5]. It means that 
using these unchanged characteristics on any scales describes the network phenomena. A typical 
scale invariance of a system is invariance translations in space, called self-similarity structure or 
fractals structures [15] such as snowflakes, lightning, neurons, vascular networks, etc. 
Nowadays, fractality is a concept used in diverse fields from biology [16] (blood networks, 
neural or lung structure) to astrophysics domain (galaxies, lunar craters) or in aerosol physics, 
polymers and also first appearance in electrical network modeling. In the domain of electrical 
network, there are many publications of scale invariance method. For the modeling of frequency 
responses of fractal systems, [17] proposed a method based on RC circuits approximated in 
cascade and modeling by a simple asymptotic approximation. Also, for the modeling the dynamic 
of power system, [18] it found out that the distribution of oscillation mode has a power law form 















Power-line communication (PLC) is a useful way to transmit data and exchange information 
based on power-line channel. Due to the multi-path propagation inherently in the power line 
channel, PLC becomes one of a complex system for electricity and also for communication. The 
three critical channel parameters in PLC, namely: noise, impedance and attenuation, are found to 
be highly unpredictable and variable with time, frequency and location.  
To deal with PLC modeling problem, whether using the novel theory of scale invariance or 
not?. This paper will give the answer and also give a new way for a simple modeling research in 
Smart Grid. The first part of this paper will refer to introduce about the scale invariant method, 
Figure 1. Example of scale invariance structures.  
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the second part is about the modeling method of PLC; the next part is a result of modeling input 
impedance of PLC as well as the discussion and conclusion. 
2. SCALE INVARIANT METHOD 
Scale invariance method is based on the construction and characteristic of a network. At low 
iterations, the observation scale is coarse with large observed lines about an object. When the 
iteration increases, the observation is refined and gives more and more details. The transition 
from one iteration to the next iteration is by a recursive processes characteristic of self-similarity 
and in theory, this process repeated indefinitely. The main purpose of this method is to obtain a 
simpler network modeling by a power law formed. The scale invariant method is definite by: (1) 
what does scale invariance mean?, (2) the invariance characteristics and (3) the mathematic 
description. 
1. The scale invariance means an existed characteristic of no change with the scale of 
observation. For example, in the Korch curve, Cantor set or Sierpinsky triangle in the Fig. 1. At 
each interation i, the total number of segment changes with a factor a and also characteristic of 
length changes with a parameter invariance b. It means that exixtance a construction law of 
length known from its topology is li+1=li/b. For an electrical complex network, this characteristic 
can be length, frequence, or ect… 
2. Scale invariant objects are described by power-laws like li+1/l1=bn between the observation 
scale and characteristic features b, or the number total of segments and the observation scale an. 
This statement is satisfied if and even if a construction law determinate. 












where x can be the length of segment or can be the total number of segments, or any 
characteristic. The value of n shows a strong link between a network topology and 
itsperformances. Actually, n is known as the fractal dimension (D), the spectral dimension (ds), 
random walk dimension (dw). These values can be divided into dynamic and static scale 
invariance properties in which D is related to topology characteristic [23] and the rest value ds 
and dw are related to the movement [24]. 
In the next paragraphs, we will introduce researches in application of the scale invariant 
method into modeling the power line communication. 
3. POWER LINE COMMUNICATION MODELLING 
In 1995, it was demonstrated that Low Voltage (LV) power lines could be used to carry high 
frequency (from l MHz to hundreds MHz) [19]. This has brought a broadband notion in PLC. In 
the vision of PLC, it is possible to build an in-house or out-house communication network that 
can be accessed internet in a very cost-effective way with existence of installed infrastructure. 
By using the power line network, the PLC system has no further caused expenditure by 
comparing with any other communication networks in the world. However, unlike the other 
wired communication mediums such as the twisted-pair, or coaxial cables, PLC system presents 
an extremely harsh environment for high frequency communication signals [20] and also for 
modeling phenomena in this system. Several approaches for modeling the transfer characteristics 
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of the transmission lines can be found in literature. There are two main methods “bottom up” 
and “top down” to build a transmission lines model. The models represent approaches “bottom 
up” which describes the behavior of a network using distributed components matrices or 
impedance matrix and two-port network admittance in [19, 27]. On the other hand, the approach 
of "top down" refers a transfer function of a communication channel which is considered as a 
black box [26, 28]. Both the methods are based on classical theory of signal propagation. 
 
3.1. Classical method  
Figure 2 gives an example of a power line communication supplied by a source SE  with internal 
impedance 0Z  for a charge LZ . The direction of a direct wave is chosen in the axe x and the 







Figure 2. The schema of a power line communication. 























































































































A new approach of scale invariance for complex system and application in power line … 
97 
In this function, we can see that the input impedance belongs to the characteristic impedance, 
the length and the speed of wave propagation. In another way, all parameters depend on the 
power line characteristics and the frequency of signal transmitted. For this result, we concern to 
firstly analysis with the input impedance.  
Normally, for modeling PLC system by using classical method, we based on the two-port 
network with special characteristics inside. The difficulties of this method is to overcome with the 
complexity of Smart Grid in which the increasing of electrical part, communication part and the 
influence between these two parts. This causes many problems in modeling the physical 
interaction of a transmitted information signal in electrical field. Therefore, we introduced a new 
method that may be treated the complexities in PLC nowadays. A novel approach based on the 
scale invariant could permit to modeling the input impedance as following. 
3.2. Scale Invariance Method 
Firstly, with scale invariance method, a power line communication can be reconstructed. A 
power line communication of length D is shown in the Fig. 3, this line can be composed n cellules 
in which each cellule is corresponding to an iterative process in scale invariance method. Each 
cellule composes three components R, L, C whose values distributed in cascade with the a,b 






Figure 3. A power line communication of scale invariant modeling.  






















VZ =)(ϖ  can be 
distinguished into three zones corresponding to its comportment. 
• At low frequency (f < fint: inferior border frequency) the input impedance shows a 
capacitive comportment and its model is shown in the following (Fig. 4): 
  






Figure 4. The schema of a power line communication in the range of low frequency. 








• At high frequency (f > fsup: superior border frequency), the capacitances and resistance are 
negligible, so the input impedance becomes (Fig. 5): 
 
Figure 5. The schema of a power line communication in the range of high frequency. 


















• At intermediate frequency, value of input impedance is calculated by iterative function 
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The resolution of this recursive equation can be rewritten as in [21, 22]: 










 From three approximately comportments, the input impedance of a power line 
communication type AC-95 can be modeled in the Fig. 6.  
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Figure 6. Simulation of a power line communication with the scale invariance method. 
These values of R’, L’, C’ in expressions (7), (8), (9) can be deduced from the basic values 
of line r0 = 0.33 Ω/km. x0 = 0.429 Ω/km and b0 = 2.65 × 10-6 S/km at the frequency f = 50 Hz and 
the length of line D = 100 km. We can see in the Fig. 6 that while the comportment in the 2 
extremes show asymptotic responses, the expression (10) indicates that the impedance input of 
immediate zone is described by a power law with its exponent related to auto similarity 
characteristic of line. In different study cases, this factor of power is related to the dimension 
fractal [22] or spectral dimension [25]. 
In this intermediate zone, the comportment shows many resonances because of the interactions 
between these inductance and capacitance elements in each segment. This comportment is 
corresponding to resonances from the expression (9). 
4. RESULT OF SIMULATION 
 
Figure 7. Comparison of simulation of a power line communication with two method. 
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Using range of transmitted communication is from 103Hz to 106 Hz. The response frequency 
of input impedance of 100 m longer line in both classical and scale invariance methods are shown 
in Fig. 7. For this result, the number of auto-similar cellules is chosen n = 10. We can see that 
two input impedance simulations are nearly identic in capacitive and intermediate zones. 
However it exists an inductive zone incorrect. 
The intermediate zone can be expanded when the number of cellules increases. Fig.8 
presents the results of simulating with n = 50 auto-similar cellules, both of curves are really fitted 
and the frequency superior fsup is from approximately 6 × 106 to 3 × 107. With the scale invariance 
method, a topology network’s size can be changed depending to how detail that we describe it, it 
means that instead of increasing the size of network, we can divide this network into multiple 
auto-similar cellules. The main important of this result is that the relationship between topology 
network and its response frequency is shown. 
 
Figure 8. Comparison of simulation of a power line communication with two methods with 50 
cellules. 
5. DISCUSSION  
By comparing the classical method and the scale invariance method, a case study considered 






ϖ ==  
(12) 
Considering in three zones of frequency, the results of analytic calculation of this classical 
method in expression (12) are shown in Table I. Similarity, for scale invariance method, 
approximately expressions in three zones of frequency in this case are also shown in the Table I. 
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We can see that the input impedance are the same if frequency is inferior fsup in which the 
range of frequency we considered. For high frequency, each method gives a distinct answer. This 
can be concluded of the limited of network’s topology, because of the intermediate zone could be 
enlarged with the value of fsup change corresponding to the size of network. 
Table I. Comparison of 2 methods in case a = b = 1.
 
Classical method Scale invariance method 










     In intermediate zone, the exponential of two methods are presented the same value. The factor 
of exponent gives an important result of the relationship between topology network and its 
response frequency. 
6. CONCLUSION 
It has been shown that the power line communication also exhibits the scale invariant 
features in the range of frequency from 103 Hz to 106 Hz. This is the first result to demonstrate the 
scale invariant method can be applied to power line communication domain. While these classical 
methods are not further adapted for complex network like smart grid, the scale invariant method 
could open a novel approach for solving the complexity in topology and also it shows a 
relationship between topology and its comportment dynamic. The mathematic description of this 
approach is a power law function, it permits to simplify the case study but the result obtained gets 
an acceptable accuracy. 
Further analysis could be carried on testing further for a completed power line 
communication by considering attenuations and bruits.  Moreover, scale-invariance method also 
could be tested for other real power line communication networks to confirm these preliminary 
results. 
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Sự phát triển không ngừng của nguồn năng lượng bền vững trong lưới điện, cũng như việc 
tích hợp các công nghệ tin học và truyền thông vào hệ thống điện làm cho lưới điện ngày càng 
trở nên thông minh, vận hành hiệu quả và kinh tế hơn. Tuy nhiên, việc sử dụng chính hạ tầng 
của hệ thống điện để tải thông tin truyền thông dẫn đến việc mô hình hóa và mô phỏng lưới điện 
trở nên phức tạp hơn nhiều. Để giải quyết vấn đề mô hình hóa của một hệ thống phức tạp, bài 
báo giới thiệu một cách tiếp cận  mới. Dựa trên lí thuyết bất biến hay tính chất tỉ lệ bất biến của 
hệ thống. Phương pháp nghiên cứu này đã được giới thiệu trên nhiều công trình nghiên cứu 
trong các lĩnh vực khác nhau. Phương pháp tỉ lệ bất biến thể hiện mối quan hệ mật thiết giữa một 
cấu trúc hệ thống và đáp ứng tương ứng của nó thông qua hệ số mũ. Trong bài báo này, nhóm 
tác giả sử dụng lí thuyết trên để mô hình hóa cho truyền tin trên đường dây tải điện khi xét qua 
giá trị tổng trở đầu vào của hệ thống. Áp dụng phương pháp mới này không chỉ xét cho trường 
hợp tổng quát mà còn xét riêng cho trường hợp hở mạch khi bỏ qua nhiễu và tắt dần biên độ. Kết 
quả nghiên cứu được kiểm chứng với phương pháp truyền thống trước đây. 
Từ khóa: mô hình tần số, truyền tin trên đường dây tải điện, phương pháp fractal, tính chất tỉ lệ 
bất biến, lưới điện, quy luật hàm. 
